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ALL WORK THIS AREA IS DEDUCT
ALTERNATE #8.

KEY NOTES

(1D (E) FUME HOOD TO REMAIN.
(2D vAv BOX WITH REHEAT COIL, CONNECT TO (E) DUCTWORK.
(@) vAv BOX, CONNECT TO (E) DUCTWORK.
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AT A = (4) ATTACH CEILING GRILLE TO T-BAR CEILING GRID WITH () %2
e SM. SCREW ON EACH SIDE.
=\ 12x12 Qa4 ) (E) ADD 12'x12" DOOR LOUVER AT +2" FROM BOTTOM OF DOOR.
350
oo (&) THERMOSTAT MOUNTED AT 48" AFF.
B )12z - 9 |
_ _ _ I
| () EXHAUST FAN ON ROOF. 10'xI2" DUCT DROP THRU ROCF.
1oxID (2) (E) vVAY BOX TO REMAIN.
(®)soo — i
/DA D Nor usep.
S\&X6 N
162 (2) SEE DETAILS | THRU 1@ SHEET MHB@! FOR TYP. DUCT DETAILS.
(3) BLANK-OFF MAIN DUCTS IN THIS ROOM SERVING THIRD FLOOR
FOR PHASE | WORK. REMOVE BLANK-OFFS WHEN PHASE | 16
| gx8-4 ] COMPLETE AND PROVIDE BLANK-OFFS FOR DUCTS IN THIS
A)Fo = ROOM SERVING SECOND FLOOR FOR PHASE 2 WORK.
— — 4 = — REMOVE BLANK-OFFS WHEN PHASE 2 18 COMPLETE.
A)ss THIRD FLOOR DUCT OUTSIDE DIMENSIONS ARE: 35"XI8",
— — — 49"%21", 43"XIB", 39"XI6" 4 52"XI6". DUCT DROPS TO SECOND
E/ |||||| FLOOR OUTSIDE DIMENSIONS ARE: 25"X26", 36"X36", 38"X32"
T = _— — — =2 £ 26"X30". THE 32"X32" ¢ 23"X42" DROPS IN NORTHEAST
c E S
Am#-<b<-.§ -
| — ELpE v (4 PROVIDE GASKETED REMOVABLE ACCESS PANEL ON SIDE
RO OF (E) DUCT TO REMAIN AND CLEAN DUCT PER SPEC. SECT.
Ao 9 23 3| PO, PARAGRAPH 36. SEE DEDUCT ALTERNATE %2
BXID-4 NOTES ON SHEET MHe22. /
A)2eo N NN AAAAANANNANAANAANAANAS
(&) (E)FIRE DAMPER (FD) TO REMAIN,
{24-vAV-32)—
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| Exe LE..JM[ I moc__ugmz._. zo._.m
o\ 12x10-4 = / B)22 =
e | ve IS T
| F A REFER TO SHEETS MHe®® AND MH62! FOR EQUIPMENT
L —TT] N SN SCHEDULES.
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